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1. INTRODUCTION  
Inspection and treatment of CPS Energy Distribution System power poles 
(Support Structures) is necessary to determine the serviceability of a pole.  
Proactive identification of poles in need of replacement will help ensure the 
safety of CPS Energy personnel and the General Public.  In addition, 
identification and replacement of defective support structures will help reduce 
the number of power outages caused by fa
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removed by theft or vandalism, additional staples will be placed over wood 
molding to prevent future removals (See Figure 8). 

 
11.   DAMAGED GROUND CONNE
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will be documented for customer owned poles with issues but no type of inspection 
tag is to be applied. See Figures 4 through 7 and 20. 

  
2.2           Visual Inspection Requirements 

1. CPS Energy will provide the Pole Inspection Contractor with a list of 
distribution circuits indicating the sequence in which the poles are to be 
inspected.  The Pole Inspection Contractor personnel will be granted access to 
the CPS Energy GIS Mapping System so that the hard copy pole inspection 
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7. 
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Figure 2 FY17-FY20 Pole Inspection Sequence by Distribution Circuit 
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Figure 3 Pole Inspection Data Report 
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Figure 7 Customer Owned Pole for Commercial Service 
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Figure 13 Pole with Excessive Lean  
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Figure 15 Pole with Bayonet Extension 
 
 

Cross arms 
attached to pole 
to extend height of pole. 
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Figure 16 Pole with Excessive Wood Pecker Holes 
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Figure 18 Stub (Sister) Pole with Telecom Cable Transfers Pending 
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